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IDENTIFICATION; 

Samples submitted on 3-3-88 
P.O. #3275 

ANALYSIS; 
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February 8, 1988 

Sent out 6 PCB Samples to Eastern E l e c t r i c for testing, PO #3275. 

Transformer Numbers: 

1. Ser 3708022 
Style 1193214B 
KVA 10 

4. Ser 9168080 
Type HS 
KVA 1\ 

2. Ser 3166438 
Style 119120A 
KVA 1.5 

5. Ser 9164684 
Type RWP 
KVA 10 

Cat No. HGS911024-10 

3. Ser 35010F 
Type E 
KVA 37.5 

6. Ser 5653443 
Type 1583530 
KVA 10 
Cat No. 5V3C001 
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